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GENERAL NOTES:

1. CONTRACTOR SHALL SALVAGE EXISTING PUMP & MOTOR TO
CITY OF LAS VEGAS.

2. ALL ELECTRICAL WORK IS INCIDENTAL TO PROJECT.

3. CONTRACTOR SHALL COORDINATE SHUT-DOWN & ISOLATION
OF PUMPS 1 & 2 WITH CITY OF LAS VEGAS.

4. CONTRACTOR SHALL MAINTAIN PUMPS 3 & 4 OPERATIONAL
DURING PROJECT.

KEYED NOTES:

1| REMOVE AND REPLACE EXISTING PUMP WITH SIMFLO SJ12M
OR ENGINEER APPROVED EQUAL. SEE SPECIFICATION
SECTION 01010.

REMOVE AND REPLACE EXISTING MOTOR WITH 75HP U.S.
MOTOR OR ENGINEER APPROVED EQUAL. SEE SPECIFICATION
SECTION 01010.
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